MainRoutine - Ladder Diagram
Example_5_1:MainTask:MainProgram

Total number of rungs in routine: 4
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Example 5.1
Cascaded delay of pumps start

Copyright (c) 2023 Dogwood Valley Press, LLC Copying or duplication without permission strictly prohibited.

[ NOP }—
Pumps start Pumps stop
PSTRT_PB PSTOP_PB PUMP_1
<Local:1:l.Data.0> <Local:1:l.Data.1> <Local:2:0.Data.0>
1t 1t
PUMP_1
<Local:2:0.Data.0>
JC
JC
PUMP_1 PUMP_2
<Local:2:0.Data.0> TON P2_Delay.DN <Local:2:0.Data.1>
J F Timer P2_Delay —CEN ] F
Preset 5000 —CDN)—
Accum 0
PUMP_3
P2_Delay.DN TON P3_Delay.DN <Local:2:0.Data.2>
4 F Timer P3 Delay —CEN 4 F
Preset 5000 —CDN)—
Accum 0
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