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3 Flow Meter Accumulator
4 Additional internal variable declarations:

Name                  Type             Description
Accum_Tmr     TON             Times calculation

5 Timer to do calculation every second
6 TON

Accum_Tmr.Q Accum_Tmr

IN Q

1000 PT ET

7 Do accumulation calculation every timer tic
8 Accum_Tmr.Q MUL REAL ADD REAL

FTXXX_VAL

%R00112  

IN1 Q IN1 Q VOLUME

 %R00114

0.01667 IN2 VOLUME

%R00114  

IN2

9 Reset volume calculation
10 RESET_ACCUM

%M00202

MOVE REAL

0.0

1

IN Q VOLUME

 %R00114


