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1 Standard Motor Control

Copyright (c) 2015 Dogwood Valley Press, LLC

Main control that drives motor starter contact.
.

2 Stop_Req Start_Req Tag.Any_Fail HOA_Switch OL_Trip #FST_SCN Starter

Starter

3 Handle manual and sequence start requests.

4 Maint Man_Start EQ DINT

Man_Dev_... IN1 Q

Start_Req

This_Dev_... IN2

Maint Tag.Seq_St...

5 Handle manual and sequence stop requests.

6 Maint Man_Stop EQ DINT

Man_Dev_... IN1 Q

Stop_Req

This_Dev_... IN2

Maint Tag.Seq_St...

7 If aux not on in 20 seconds and not overload or HOA failure, then set Aux fail

8 TON

Starter Fail_Tmr

IN Q

Aux_Contact HOA_Switch OL_Trip

S

Tag.Aux_Fail

20000 PT ET

9 Generate HOA and overload failure indications

10 HOA_Switch Tag.HOA_F...

11 OL_Trip Tag.OL_Fail

12 Any Failure indication.

13 Tag.Aux_Fail Tag.Any_Fail

Tag.HOA_...

Tag.OL_Fail

14 Reset alarm indication.

15 Alarm_Reset

R

Tag.Aux_Fail

16 Run status

17 Aux_Contact Tag.Run_S...

18 Reset sequence commands.
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19 #ALW_ON

R

Tag.Seq_St...

R

Tag.Seq_St...


