Dogwood Valley Press Example 21.4
1 Xfer Miscellaneous Logic
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2 Unit device manual control allowed when local control granted and in safe state.

3 Xfer.Local EQ DINT
| -
Xfer.Maint
Xfer_Hold.S...—|IN1 Q M
1—|IN2
EQ DINT

Xfer_Shutd...—IN1 Q

7—IN2
EQ DINT

Xfer EShut..—IN1I ~ Q

5—IN2
4 Clear time remaining if not in timed step
5 NE DINT NE DINT MOVE
L L DINT
1
Xfer_Shutd...—IN1 Q Xfer_EShut...—IN1 Q 0—IN Q— Xfer.Time_...
2—IN2 4—IN2
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